Tower Specific Mitigation Measures E (400kV t 327 – 417) (765kV: t 341 - 436) 

	Tower Number
	Farm Name and Owner Details
	Environmental Aspect / Landowner Conditions’
	Fauna / Flora
	Wetland 
	Avi-fauna
	Heritage
	Visual
	Responsibility

	765kV
	400kV
	
	
	
	
	
	
	
	

	341
	327
	Koedoesspruit 33 JQ / 0 - RSA Government
	Located within 500m of a riparian area
Vegetation Impact 

Nationally Protected Scelrocarya birrea subsp caffra tree species. 
	These trees can only be removed or pruned with a permit from the Department of Forestry and Fishery (DAFF).
	Should be regarded as sensitive area.

Follow best practice principles


	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	342
	328
	Koedoesspruit 33 JQ / 0 - RSA Government
	Tower 342 should be moved so it is not located directly within the drainage line.
Vegetation Impact 

Nationally Protected Scelrocarya birrea subsp caffra tree species. 
Avi-fauna Impact 
	These trees can only be removed or pruned with a permit from the Department of Forestry and Fishery (DAFF).

	Located directly within the drainage line


	Move Tower
	Generic EMP
	Generic EMP
	ECO / Contractor

	343
	329
	Koedoesspruit 33 JQ / 0 - RSA Government
	Located within 500m of a riparian area
Vegetation Impact 

Nationally Protected Scelrocarya birrea subsp caffra tree species. 


	These trees can only be removed or pruned with a permit from the Department of Forestry and Fishery (DAFF).
	765kV will span the riparian area between towers: 342 & 343. On 400kV will span the riparian area between towers: 328 & 329.

No Driving through area
Soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	344
	330
	Koedoesspruit 33 JQ / 0 - RSA Government
	Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Nationally Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).


	765kV line will span the riparian area between towers: 342 & 343. On 400kV will span the riparian area towers: 328 & 329. No Driving through area.
Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	345
	331
	Koedoesspruit 33 JQ / 0 - RSA Government
	Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Follow best practice principles


	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	346
	
	Koedoesspruit 33 JQ / 0 - RSA Government
	Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Follow best practice principles


	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	347
	332
	La Patrie 34 JQ / 0 - SA Native Trust.


	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation
Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in. 

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Follow best practice principles


	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	348
	333
	La Patrie 34 JQ / 0 - SA Native Trust.


	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation
Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in. 

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	349
	334
	La Patrie 34 JQ / 0 - SA Native Trust.


	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation
Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in. 

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	350
	335
	La Patrie 34 JQ / 0 - SA Native Trust.


	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation
Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in. 

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	351
	
	La Patrie 34 JQ / 0 - SA Native Trust.


	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation
Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in. 

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363.

400kV line will span the drainage line towers: 336 & 337, 342 & 344, 346 & 347.

No driving though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	252
	336
	Leeuwfontein 35 JQ / 0 - RSA Government
	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation

Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376

Servitude in close proximity to Zandfontein settlement
Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	353
	337
	Leeuwfontein 35 JQ / 0 - RSA Government
	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation

Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376

Servitude in close proximity to Zandfontein settlement
Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	354
	338
	Zandfontein 37 JQ / 0 - Bakgatla Tribe
	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation

Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	355
	339
	Zandfontein 37 JQ / 0 - Bakgatla Tribe
	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation

Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	356
	340
	Zandfontein 37 JQ / 0 - Bakgatla Tribe
	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation

Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	357
	341
	Zandfontein 37 JQ / 0 - Bakgatla Tribe
	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation

Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Located within 500m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	358
	342
	Zandfontein 37 JQ / 0 - Bakgatla Tribe
	Liaise with Mr. KP Pilane regarding terms and conditions as agreed upon with the affected landowner grouping during servitude negotiation

Contact details:

Mr. K.P. Pilane

Tel: 014-556 7000

Cell: 083 998 4732 / 082 496 7376
Servitude in close proximity to Zandfontein settlement
Located within 100m of a riparian area
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	359
	343
	Zandfontein 37 JQ / 0 - Bakgatla Tribe
	Towers should be moved so it is not located directly within the drainage line.

Mitigation for erosion should be followed. 
Located directly within a drainage line.
Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment 
Avi-fauna Impact 
	Generic EMP

	Generic EMP
	Move Tower
	Generic EMP
	Generic EMP
	ECO / Contractor

	360
	344
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Located within 100m of a riparian area
Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment 
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	361
	345
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Located within 500m of a riparian area
Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment 
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	362
	346
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Located within 500m of a riparian area
Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment 
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	363
	347
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Located within 500m of a riparian area
Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment 
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	364
	348
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Located within 500m of a riparian area
Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment 
Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line will span the drainage line between towers: 351 & 352, 358 & 361, 362 &363. 400kV line will span the drainage line between towers: 336 & 337, 342 & 344, 346 & 347.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	365
	349
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to buildings
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	366
	350
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to buildings
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	367
	351
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to buildings
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	368
	352
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to buildings
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	369
	353
	Olivenboom 62 JQ / 3

	Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to buildings
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	370
	354
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to buildings
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	Generic EMP
	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	371
	355
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to buildings
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	Generic EMP
	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	372
	356
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to buildings
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	Generic EMP
	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	373
	357
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
	Located within 500m of an unchannelled valley bottom wetland.

Conservation areas – Mankwe Wildlife Reserve – for access refer to the social assessment

Vegetation Impact

Boscia albitrunca may occurred sporadically within the area that the powerlines are situated in.

Protected Scelrocarya birrea subsp caffra tree species.
Servitude in close proximity to Bodirelo Industrial area situated to the west of servitude.

Comply with terms and conditions as agreed upon with the affected landowner during servitude negotiation

Contact the Head of the Department: Planning and Development at Moses Kotane Local Municipality (Mogwase Head Office)

Tel: 014-555 1300
	These trees can only be removed or pruned with a permit from the Department of Forestry and Fishery (DAFF).


	On the 765kV line the line will span the wetland between the following towers: 373 & 375

On the 400kV line the line will span the wetland between the following towers: 357 7 358.

Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	374
	
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
Contact the Head of the Department: Planning and Development at Moses Kotane Local Municipality (Mogwase Head Office)

Tel: 014-555 1300


	Tower should be moved so it is not located directly within the wetland or its buffer zone.

Mitigation for erosion should be followed.
Vegetation Impact 

Protected Scelrocarya birrea subsp caffra tree species.
Nationally Protected Combretum imberbe tree species;
The Declining plant species Boophane distichia and Hypoxis hemerocallidea was observed.

Near Threatened Stenostelma umbelluliferum.
Servitude in close proximity to Mogwase Unit 5
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit from the Department of Forestry and Fishery (DAFF).

	Located directly within a unchannelled valley bottom wetland 


	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	375
	358
	Olivenboom 62 JQ / 4 - Moses Kotane Municipality
Contact the Head of the Department: Planning and Development at Moses Kotane Local Municipality (Mogwase Head Office)

Tel: 014-555 1300
	Located within 500m of an unchannelled valley bottom wetland.
Vegetation Impact 

Protected Scelrocarya birrea subsp caffra tree species.
Nationally Protected Combretum imberbe tree species;

The Declining plant species Boophane distichia and Hypoxis hemerocallidea was observed.

Servitude in close proximity to Mogwase Unit 5
	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line the line will span the wetland towers: 373 & 375. 400kV line will span the wetland between the: 357 7 358.

No Driving though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated

	Generic EMP
	Generic EMP
	Generic EMP
	ECO / Contractor

	376
	359
	Olivenboom 62 JQ / 2 - Moses Kotane Municipality
Contact the Head of the Department: Planning and Development at Moses Kotane Local Municipality (Mogwase Head Office)

Tel: 014-555 1300
	Located within 500m of a seepage wetland.

Vegetation Impact 

Protected Scelrocarya birrea subsp caffra tree species.
Nationally Protected Combretum imberbe tree species;

Visual Impact
Servitude in close proximity to Mogwase Unit 5

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line the line will span the wetland towers: 373 & 375. 400kV line will span the wetland between the: 357 7 358.

No Driving though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated

	Generic EMP
	Generic EMP
	Ensure road crossing at right angles as far as possible


	ECO / Contractor

	377
	360
	Klipfontein 60 JQ / 6 - Moses Kotane Municipality
	Located within 500m of a seepage wetland.

Vegetation Impact 

Protected Scelrocarya birrea subsp caffra tree species.
Nationally Protected Combretum imberbe tree species;

Visual Impact
Servitude in close proximity to Mogwase Unit 5

	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).

	765kV line the line will span the wetland towers: 373 & 375. 400kV line will span the wetland between the: 357 7 358.

No Driving though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated

	Install BFDs
	Generic EMP
	Ensure road crossing at right angles as far as possible


	ECO / Contractor

	378
	361
	Klipfontein 60 JQ / 6 - Moses Kotane Municipality
	Located within 500m of a seepage wetland.

Vegetation Impact 

Protected Scelrocarya birrea subsp caffra tree species.
Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	765kV line the line will span the wetland towers: 373 & 375. 400kV line will span the wetland between the: 357 7 358.

No Driving though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	379
	362
	Klipfontein 60 JQ / 6 - Moses Kotane Municipality
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	380
	363
	Zanddrift 82 JQ /0  - Makhatle Tribe
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	381
	364
	Zanddrift 82 JQ /0  - Makhatle Tribe
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	382
	365
	Zanddrift 82 JQ /0  - Makhatle Tribe
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	383
	366
	Zanddrift 82 JQ /0  - Makhatle Tribe
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	384
	367
	Zanddrift 82 JQ /0  - Makhatle Tribe
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	385
	
	Zanddrift 82 JQ /0  - Makhatle Tribe
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	386
	368
	Zanddrift 82 JQ /0  - Makhatle Tribe
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	387
	369
	Zanddrift 82 JQ /0  - Makhatle Tribe
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	388
	370
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	389
	371
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	390
	372
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality
	Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	391
	
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality
	Located within 500m of a seepage wetland.

Vegetation Impact

Nationally Protected Combretum imberbe tree species;


	Prior to site clearing, the area must be surveyed for the occurrence of these trees. If the tree is found within the construction footprint, it can only be removed or pruned with a permit (DAFF).
	765kV line will span the wetland and its buffer zone between towers: 391 & 393. 400kV line will span the wetland and its buffer zone between towers: 373 & 374.

No Driving though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	392
	373
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality.

Contact the Head of the Department: Infrastructure and Technical Services at Moses Kotane Local Municipality (Mogwase Head Office)

Tel: 014-558 2719
	Towers should be moved so they are not located directly within the wetland or its buffer.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.

Servitude in close proximity to sewage works
Avi-fauna Impact 
	Generic EMP
	Located directly within a seepage wetland.


	Move Tower
	Generic EMP
	Generic EMP
	ECO / Contractor

	393
	374
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality.
	Located within 100m of a seepage wetland.

Servitude in close proximity to sewage works.

Contact the Head of the Department: Infrastructure and Technical Services at Moses Kotane Local Municipality (Mogwase Head Office)

Tel: 014-558 2719
	Generic EMP
	Care should be taken not to drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.


	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	394
	375
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality.
	Located within 500m of a seepage wetland.


	Generic EMP
	765kV line will span the wetland and its buffer zone between towers: 391 & 393. 400kV line will span the wetland and its buffer zone between towers: 373 & 374.No drive though these areas.

Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	395
	376
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	396
	377
	Ruffelsfontein 85 JQ / 0 - Moses Kotane Municipality
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	397
	378
	Rhenosterfontein 86 JQ / 0 - Republic of Bophuthatswana
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	398
	379
	Rhenosterfontein 86 JQ / 0 - Republic of Bophuthatswana
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	399
	380
	Rhenosterfontein 86 JQ / 0 - RSA Government
	Located within 500m of a riparian area
	Generic EMP
	765kV line will span the riparian area between towers: 401 & 402, 403 & 404. 400kV line will span the riparian area between towers: 380 & 381, 383 & 384.

No drive though area. Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	400
	381
	Rhenosterfontein 86 JQ / 7 - RSA Government
	Located within 500m of a riparian area

Heritage Impact: The area qualifies to be protected in term of the National Heritage Resource Act 25 of 1999. The area should be considered as a No Go area. Access road linking pylon structures should avoid the site, or should be demarcated south of the pylon structure no 400.
	- Generic EMP
	Mitigation for erosion should be followed.


	Install BFDs
	West of the cultivated field, further north of an eroded gully, 400meters  north of Pylon structure No 400 an archaeological site has been noted, indicated by few scattered ceramic potsherds and top grinding stones
	Generic EMP
	ECO / Contractor

	401
	
	Rhenosterfontein 86 JQ / 0 - RSA Government
	Located within 100m of a riparian area


	Generic EMP
	Mitigation for erosion should be followed.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	402
	382
	Rhenosterfontein 86 JQ / 0 - RSA Government
	Located within 500m of a riparian area


	Generic EMP
	765kV line will span the riparian area between towers: 401 & 402, 403 & 404. 400kV line will span the riparian area between towers: 380 & 381, 383 & 384.

No drive though area. Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	403
	383
	Rhenosterfontein 86 JQ / 0 - RSA Government
	Located within 100m of a riparian area


	Generic EMP
	Mitigation for erosion should be followed.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	404
	384
	Rhenosterfontein 86 JQ / 0 - RSA Government
	Located within 100m of a riparian area


	Generic EMP
	Mitigation for erosion should be followed.
	Install BFDs
	Generic EMP
	Generic EMP
	ECO / Contractor

	405
	385
	Rhenosterfontein 86 JQ / 4 - Private / LL Mareume and others
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	406
	386
	Rhenosterfontein 86 JQ / 1 - Mokgatle Property Trust
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	
	387
	Rhenosterfontein 86 JQ / 2 - Private / PM Mafuta and others
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	407
	388
	Rhenosterfontein 86 JQ / 2 - Private / PM Mafuta and others
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	408
	389
	Rhenosterfontein 86 JQ / 2 - Private / PM Mafuta and others
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	409
	
	Rhenosterfontein 86 JQ / 2 - Private / PM Mafuta and others
	Located within 500m of a drainage line
	Generic EMP
	765kV line will span the drainage line between towers: 409 & 410. 400kV line will span the drainage line between towers: 389 & 390.

No Drive though these areas.
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	410
	390
	Hartbeestspruit 88 JQ/0 - August Mokhatle Tribe
	Located within 100m of a drainage line
	Generic EMP
	765kV line will span the drainage line between towers: 409 & 410. 400kV line will span the drainage line between towers: 389 & 390.

No Drive though these areas.
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	411
	
	Hartbeestspruit 88 JQ/0 - August Mokhatle Tribe
	Located within 500m of a drainage line

Visual Impact

	Generic EMP

	765kV line will span the drainage line between towers: 409 & 410. 400kV line will span the drainage line between towers: 389 & 390.

No Drive though these areas.
	Install BFDs
	Generic EMP
	Ensure road crossing at right angles as far as possible
	Contractor / Eskom

	412
	391
	Hartbeestspruit 88 JQ/0 - August Mokhatle Tribe
	Visual Impact

	Generic EMP

	Generic EMP
	Install BFDs
	Generic EMP
	Ensure road crossing at right angles as far as possible
	Contractor / Eskom

	413
	392
	Waagfontein 89 JQ/0 - Augua Terra Pty Ltd / Kingdom Development Company Pty Ltd
	Refer to Generic EMP
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor

	414
	393
	Waagfontein 89 JQ/0 - Augua Terra Pty Ltd / Kingdom Development Company Pty Ltd
	Located within 100m of a drainage line


	Generic EMP

	765kV line will span the drainage line between towers: 414 & 415

400kV line will span the drainage line between towers: 393 & 394.

No drive though area. Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	415
	394
	Waagfontein 89 JQ/0 - Augua Terra Pty Ltd / Kingdom Development Company Pty Ltd
	Located within 500m of a drainage line


	Generic EMP

	765kV line will span the drainage line between towers: 414 & 415

400kV line will span the drainage line between towers: 393 & 394.

No drive though area. Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	416
	395
	Waagfontein 89 JQ/0 - Augua Terra Pty Ltd / Kingdom Development Company Pty Ltd
	Located within 500m of a drainage line


	Generic EMP

	765kV line will span the drainage line between towers: 414 & 415

400kV line will span the drainage line between towers: 393 & 394.

No drive though area. Where necessary, soil compaction and loss of natural vegetation should be rehabilitated.
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	
	396
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP

	765kV line riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434.

400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	
	397
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP

	765kV line riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434.

400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	417
	398
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area 
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	418
	399
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area 
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	419
	401
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP

	765kV line riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434.

400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	420
	402
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP

	765kV line riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434.

400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	421
	403
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP

	765kV line riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434.

400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	422
	404
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area 
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	423
	405
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines.
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area 
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	424
	406
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines.
Heritage Impact Possible grave, north of an existing homestead, the area is characterized by circular parked stones as dressing, situated in close proximity of granite rock out crop.

Visual Impact
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	The area qualifies to be protected in term of the National Heritage Resource Act 25 of 1999The area should be considered as a “No Go” area . Access road linking pylon structures should avoid the site, or should be demarcated north  of the pylon structure
	Ensure road crossing at right angles as far as possible
	Contractor / Eskom

	426
	407
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Towers should be moved so it is not located directly within the drainage line.

Mitigation for erosion should be followed.
Heritage Impact Possible grave, north of an existing homestead, the area is characterized by circular parked stones as dressing, situated in close proximity of granite rock out crop

Visual Impact
Avi-fauna Impact 
	Generic EMP
	Located directly within a riparian area or one of the associated tributaries or drainage lines.
	Move Tower 
	The area qualifies to be protected in term of the National Heritage Resource Act 25 of 1999The area should be considered as a “No Go” area . Access road linking pylon structures should avoid the site, or should be demarcated north  of the pylon structure
	Ensure road crossing at right angles as far as possible
	Contractor / Eskom

	427
	408
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	428
	409
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	429
	410
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	430
	411
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	431
	412
	Styldrift 90 Q/0 - Republic of Bophuthatswana
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	432
	413
	Frischgewaagd 96 JQ 17 - Maseve Investments
Comply with terms and conditions as agreed upon with the affected landowner during servitude negotiation

Any entry to Maseve’s / PTM’s properties (Frischgewaagd 96 JQ) needs to be arranged with and approved by the Maseve Safety Manager, Mr. Arkright Phumudzu and the Construction Manager, Mr. Jaco Kleynhans.
Contact details:

Mr. Phumudzu: E-mail: arkright@platinumgroupmetals.co.za

Mr. Kleynhans: E-mail: jaco@platinumgroupmetals.co.za

Cell: 082 821 8874
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines.
Social Issues 

Mining in close proximity to the servitude.
Maseve Investments 11 (Pty) Ltd (“Maseve”), a subsidiary of Platinum Group Metals (RSA) (Pty) Ltd (PTM) is proposing the construction and operation of a new underground platinum mining facility and associated infrastructure on their properties.  The project will be referred to as the Western Bushveld Joint Venture (WBJV): Project 1 (Maseve).   PTM is currently undertaking prospecting on the property.
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	433
	414
	Frischgewaagd 96 JQ 17 - Maseve Investments
Comply with terms and conditions as agreed upon with the affected landowner during servitude negotiation

Any entry to Maseve’s / PTM’s properties (Frischgewaagd 96 JQ) needs to be arranged with and approved by the Maseve Safety Manager, Mr. Arkright Phumudzu and the Construction Manager, Mr. Jaco Kleynhans.
Contact details:

Mr. Phumudzu: E-mail: arkright@platinumgroupmetals.co.za

Mr. Kleynhans: E-mail: jaco@platinumgroupmetals.co.za

Cell: 082 821 8874
	Located within 100m of a riparian area or one of the associated tributaries or drainage lines.
Social Issues 

Mining in close proximity to the servitude.
Maseve Investments 11 (Pty) Ltd (“Maseve”), a subsidiary of Platinum Group Metals (RSA) (Pty) Ltd (PTM) is proposing the construction and operation of a new underground platinum mining facility and associated infrastructure on their properties.  The project will be referred to as the Western Bushveld Joint Venture (WBJV): Project 1 (Maseve).   PTM is currently undertaking prospecting on the property.
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	434
	415
	Frischgewaagd 96 JQ 17 - Maseve Investments
Comply with terms and conditions as agreed upon with the affected landowner during servitude negotiation
Any entry to Maseve’s / PTM’s properties (Frischgewaagd 96 JQ) needs to be arranged with and approved by the Maseve Safety Manager, Mr. Arkright Phumudzu and the Construction Manager, Mr. Jaco Kleynhans.
Contact details:

Mr. Phumudzu: E-mail: arkright@platinumgroupmetals.co.za

Mr. Kleynhans: E-mail: jaco@platinumgroupmetals.co.za

Cell: 082 821 8874
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines.
Social Issues 

Maseve Investments 11 (Pty) Ltd (“Maseve”), a subsidiary of Platinum Group Metals (RSA) (Pty) Ltd (PTM) is proposing the construction and operation of a new underground platinum mining facility and associated infrastructure on their properties.  The project will be referred to as the Western Bushveld Joint Venture (WBJV): Project 1 (Maseve).   PTM is currently undertaking prospecting on the property.
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	435
	416
	Frischgewaagd 96 JQ 17 - Maseve Investments
Comply with terms and conditions as agreed upon with the affected landowner during servitude negotiation
Any entry to Maseve’s / PTM’s properties (Frischgewaagd 96 JQ) needs to be arranged with and approved by the Maseve Safety Manager, Mr. Arkright Phumudzu and the Construction Manager, Mr. Jaco Kleynhans.
Contact details:

Mr. Phumudzu: E-mail: arkright@platinumgroupmetals.co.za

Mr. Kleynhans: E-mail: jaco@platinumgroupmetals.co.za

Cell: 082 821 8874
	Located within 500m of a riparian area or one of the associated tributaries or drainage lines.
Social Issues 

Maseve Investments 11 (Pty) Ltd (“Maseve”), a subsidiary of Platinum Group Metals (RSA) (Pty) Ltd (PTM) is proposing the construction and operation of a new underground platinum mining facility and associated infrastructure on their properties.  The project will be referred to as the Western Bushveld Joint Venture (WBJV): Project 1 (Maseve).   PTM is currently undertaking prospecting on the property.
	Generic EMP
	765kV line will span the riparian area between towers: 417 & 418, 422 & 423, 424 & 425, 426 & 427, 428 & 429, 432 & 433, 433 & 434. 400kV line will span the riparian area between towers: 393 & 394, 402 & 403, 404 & 405, 406 & 407, 408 & 409, 412 & 414.

No Driving in area
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 

	436
	417
	Frischgewaagd 96 JQ 17 - Maseve Investments
Comply with terms and conditions as agreed upon with the affected landowner during servitude negotiation
Any entry to Maseve’s / PTM’s properties (Frischgewaagd 96 JQ) needs to be arranged with and approved by the Maseve Safety Manager, Mr. Arkright Phumudzu and the Construction Manager, Mr. Jaco Kleynhans.
Contact details:

Mr. Phumudzu: E-mail: arkright@platinumgroupmetals.co.za

Mr. Kleynhans: E-mail: jaco@platinumgroupmetals.co.za

Cell: 082 821 8874
	Social Issues 

Maseve Investments 11 (Pty) Ltd (“Maseve”), a subsidiary of Platinum Group Metals (RSA) (Pty) Ltd (PTM) is proposing the construction and operation of a new underground platinum mining facility and associated infrastructure on their properties.  The project will be referred to as the Western Bushveld Joint Venture (WBJV): Project 1 (Maseve).   PTM is currently undertaking prospecting on the property.
	Generic EMP
	Generic EMP
	Install BFDs
	Generic EMP
	Generic EMP
	Contractor / Eskom 


� The landowner for the farm Olivenboom is stated as Moses Kotane Municipality as this was the information received from Eskom in November 213.  According to specialists involved with the walk down for the CEMPr, and information later received from Eskom this area falls under the jurisdiction of AEL and the Mankwe Nature Reserve. The same is applicable for Olivenboom 62 JQ /4.   If that is the case, any visit to the area need to be arranged with Mr. Leon Lewies whereby an induction would have to be undertaken.  Due to the game species found on the property, visitors/contractors would have to be accompanied by a representative of Dougall McTavish who is responsible for the environmental aspects of the property.  Contact details of Mr. Lewies: E-mail: �HYPERLINK "mailto:leon.lewies@aelms.com"�leon.lewies@aelms.com� and Cell: 082 826 1754.





